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 Belt Length Formula 
 
Replacing fan belts is a relatively common task for many service technicians.  Normally, the size of a replacement 
is obtained from the old belt.  But occasionally the correct size of the replacement belt cannot be determined from 
the old belt, due to the fact that it is either missing or so badly damaged its size cannot be determined. 
 
When this occurs, a technician can determine the belt size to use by measuring the center line distance between 
the two pulleys and the diameter of each pulley.  Using the formula below the approximate length of the belt can 
be determined. 
 

Approximate Length:  L= 2C + 1.57(D +d) 
 
 

 
 

 
 
 

 
 
 
 
 

L = Length of belt 
C = Center Distance 

D = Pitch diameter of large pulley 
d = Pitch diameter of small pulley 

Pulley 
Diameter (d) 

Pulley  
Diameter (D) 

 

Checking Fuses 
When testing if a fuse is open, many times a technician will measure if there is a voltage 
drop across a fuse.  If a voltage drop is measured, then the fuse is open; however, this may 
not always be an accurate method to use.  In order for this method to work, there must 
not be another open circuit upstream of the fuse.  If there is another open circuit up-
stream, no voltage drop will be measured even though the fuse is opened. 
 
A better method to use is to measure the voltages across the fuses in a criss-cross fashion.  
 
For example:  Suppose we have a dual fused disconnect with 240 volts applied.  First you 
measure the voltage across points A & B; you should measure 240 volts.   
 
Next you measure across A & D.  If you measure 240 volts across A & D, then fuse #2 is 
okay.  If a lower voltage were measured (110 volts or 0 volts) fuse #2 is open.   
 
Next you measure the voltage across B & C.  Again if you measure 240 volts across B & C, 
then fuse #1 is okay.  If a lower voltage were measured (110 volts or 0 volts) then fuse #1 is 
open. 
 
This method will always work no matter what is happening upstream of the fuses. 
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COMING TOPICS 
 

 
 

Scotsman Ice Machines – New Machines, 
New Problems, New Fixes  

 

Coil Treatment  
 

Blower Basics 
 

Torch Safety 
 

COMPRESSORS –  
The Latest from Copeland  

(to be rescheduled) 
 

If you have any sugges�ons or requests for Future programs,  

please let us know! 
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Wednesday Oct 11th, 2017 at 7:30 pm  
at 

 

RICCARDO’S 
21-01 24th Avenue, Astoria NY 11102 

 

Scotsman Ice Machines – New Machines, 

New Problems, New Fixes 

By 

James Templeman—Scotsman Ice 

 

 

In the unlikely event of scheduled meeting cancellations,  

 

PRESIDENT’S MESSAGE 
 

Are you willing to help out another technician with a problem? For most of you the answer is 
YES. I see it at meetings when members discuss common problems or seek advice. Why not 
help out a lot of technicians by joining our Board of Directors? Our chapter has a great and 
active Board of Directors. In addition to being at the regular monthly chapter meeting, they 
meet once a month to conduct the chapter’s business. At these meetings, speakers are 
reviewed, seminars planned and chapter business conducted. We are looking for more chapter 
members to join the Board of Directors. They would be able to provide fresh ideas for the 
chapter and contribute to future plans for the chapter. Not sure if you want to make the 
commitment? Give it a try. Talk to any Board member at the October meeting. Come to our 
next Board meeting. If you feel you can contribute and want to continue, that would be great. 
If it is not for you then, that is fine. At least you gave it a chance. Can’t make it in October, no 
problem. We meet every month September thru May. Just talk to any Board member.  

CHAPTER OFFICERS AND BOARD OF DIRECTORS 

OFFICERS 
 
 PRESIDENT:  DREW GARDA 

 

 VICE-PRESIDENT: AVAILABLE 
 
 SECRETARY:  NITO MEHRA 
  

 TREASURER:  STEVE AIELLO 
 

 SERGEANT-AT-ARMS: KURT EGGERT 
 

BOARD OF DIRECTORS 
 

EDUCATIONAL DIRECTOR:     STAN HOLLANDER, CMS 
 
EDUCATIONAL LIAISON:          RICH BRUNO 
 
NEWSLETTER EDITORS:           STAN HOLLANDER, CMS 
              HERB MEYER 
 
BOARD MEMBERS:            JOHN PLAUT 
 


